
374

10 CFR Ch. I (1–1–03 Edition)§ 72.124

ISFSI or MRS safely under normal con-
ditions, and to provide safe control of 
the ISFSI or MRS under off-normal or 
accident conditions. 

(k) Utility or other services. (1) Each 
utility service system must be designed 
to meet emergency conditions. The de-
sign of utility services and distribution 
systems that are important to safety 
must include redundant systems to the 
extent necessary to maintain, with 
adequate capacity, the ability to per-
form safety functions assuming a sin-
gle failure. 

(2) Emergency utility services must 
be designed to permit testing of the 
functional operability and capacity, in-
cluding the full operational sequence, 
of each system for transfer between 
normal and emergency supply sources; 
and to permit the operation of associ-
ated safety systems. 

(3) Provisions must be made so that, 
in the event of a loss of the primary 
electric power source or circuit, reli-
able and timely emergency power will 
be provided to instruments, utility 
service systems, the central security 
alarm station, and operating systems, 
in amounts sufficient to allow safe 
storage conditions to be maintained 
and to permit continued functioning of 
all systems essential to safe storage. 

(4) An ISFSI or MRS which is located 
on the site of another facility may 
share common utilities and services 
with such a facility and be physically 
connected with the other facility; how-
ever, the sharing of utilities and serv-
ices or the physical connection must 
not significantly: 

(i) Increase the probability or con-
sequences of an accident or malfunc-
tion of components, structures, or sys-
tems that are important to safety; or 

(ii) Reduce the margin of safety as 
defined in the basis for any technical 
specifications of either facility. 

(l) Retrievability. Storage systems 
must be designed to allow ready re-
trieval of spent fuel, high-level radio-
active waste, and reactor-related GTCC 
waste for further processing or dis-
posal. 

[53 FR 31658, Aug. 19, 1988, as amended at 64 
FR 33184, June 22, 1999; 66 FR 51842, Oct. 11, 
2001]

§ 72.124 Criteria for nuclear criticality 
safety. 

(a) Design for criticality safety. Spent 
fuel handling, packaging, transfer, and 
storage systems must be designed to be 
maintained subcritical and to ensure 
that, before a nuclear criticality acci-
dent is possible, at least two unlikely, 
independent, and concurrent or sequen-
tial changes have occurred in the con-
ditions essential to nuclear criticality 
safety. The design of handling, pack-
aging, transfer, and storage systems 
must include margins of safety for the 
nuclear criticality parameters that are 
commensurate with the uncertainties 
in the data and methods used in cal-
culations and demonstrate safety for 
the handling, packaging, transfer and 
storage conditions and in the nature of 
the immediate environment under ac-
cident conditions. 

(b) Methods of criticality control. When 
practicable, the design of an ISFSI or 
MRS must be based on favorable geom-
etry, permanently fixed neutron ab-
sorbing materials (poisons), or both. 
Where solid neutron absorbing mate-
rials are used, the design must provide 
for positive means of verifying their 
continued efficacy. For dry spent fuel 
storage systems, the continued efficacy 
may be confirmed by a demonstration 
or analysis before use, showing that 
significant degradation of the neutron 
absorbing materials cannot occur over 
the life of the facility. 

(c) Criticality Monitoring. A criticality 
monitoring system shall be maintained 
in each area where special nuclear ma-
terial is handled, used, or stored which 
will energize clearly audible alarm sig-
nals if accidental criticality occurs. 
Underwater monitoring is not required 
when special nuclear material is han-
dled or stored beneath water shielding. 
Monitoring of dry storage areas where 
special nuclear material is packaged in 
its stored configuration under a license 
issued under this subpart is not re-
quired. 

[53 FR 31658, Aug. 19, 1988, as amended at 64 
FR 33184, June 22, 1999]

§ 72.126 Criteria for radiological pro-
tection. 

(a) Exposure control. Radiation pro-
tection systems must be provided for 
all areas and operations where onsite 
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